Welch Island Cable

Replacement
Gilford, NH
Feeder 11W1
4.16kV

Replacement submarine cable from Belknap Point Road to

Welch Island Riser:

¢ Install approximately 5440’ (this length does not account
for contours of the lake bed) of (2) sets of 15kV 1/0
Submarine conductor from Belknap Point to Welch
Island.

¢  Approximately 300 feet of directional core boring
required from riser on Belknap Point into the lake.

e Using barge, lay approximately 5,000+ feet of (2) sets of
conductor on top of lake bed.

e  Approximately 150 feet of trenching required from riser

on Weich out into the lake.
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EXHIBIT 2A

KERITE CATALOG NO. 111F15 - J1208

#1/0 AWG(19) Filled Aluminum

Permashield Stress Control Layer

Kerite EPR Insulation (175 mil nominal)

Insulation Shield

w/ Three Red Stripes.

Approx. Weight in Air: 2.3 Ibs/ft

Thermosetting Semicon Extrusion

16—14 AWG Copper Concentric Wires

Two Reverse Layers Polypropylene Bedding

#8 BWG Galvanized Steel Armor Wires

HDPE Jacket (45 mils over each armor wire)

Approx. Weight in Fresh Water: 1.2 Ibs/ft

LLDPE Jacket (45 mils min pt. over concentric wires)

Note: All dimensional data subject to manufacturing tolerances.
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#1/0 AWG(19) FILLED AL 15KV SPS 100%, 175 MILS KERITE(EP), THERMOSET

EXTRUDED SEMICON, 16—#14 AWG CU CONC WIRES, 50 MIL BLACK LLDPE JKT,
W/ THREE RED STRIPES, FULL LAYER #8 BWG GALVANIZED STEEL ARMOR

WIRES, EACH INDIVIDUALLY JACKETED WITH 45 MILS BLACK HDPE.
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